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GENERAL NOTES:

A

m

SITE CONTOURS AND STORM DRAINAGE CONFIGURATION ARE LOCATED IN THE
INITIAL SITE PREPARATION PACKAGE. SNS CONTRACT NUMBER: 00F-1823-01,
REFERENCE LATEST REVISION.

SANITARY WASTE DRAIN, STORM DRAIN, POTABLE WATER AND FIRE
WATER PIPING IS SHOWN HERE FOR REFERENCE ONLY. SEE CIVIL DRAWINGS
UWT3.34.J4 AND USS3.34.J4 FOR ROUTING OF THESE SERVICES.

ELECTRICAL DUCT BANKS AND MAN HOLES ARE SHOWN HERE FOR REFERENCE

ONLY. SEE ELECTRICAL DRAWING UEL2.61.J4 FOR ROUTING OF THESE SERVICES.

SEE SHEET UHUB.61.02 FOR PIPING PROFILES.

SEE DETAIL 2, SHEET UHU6.61.01 FOR TRENCHING AND COMPACTING REQUIREMENTS.

THE PIPING CONTRACTOR SHALL COORDINATE WITH THE CONSTRUCTION MANAGER THE
INSTALLATION OF ALL PIPING AT LOCATIONS OF INTERFACE WITH THE RESPECTIVE
BUILDING PACKAGE.

CAP END OF PIPE FOR HYDROSTATIC TESTING AND FUTURE CONNECTION.

N AND E COORDINATES TO CENTER LINE OF CA PIPE.

MAINTAIN DISTANCE NOTED TO POTABLE WATER LINE LOOP. SEE CIVIL DRAWINGS

KEYNOTES:
L]
FOR POTABLE WATER.

I B

q H

USE STANDARD FITTINGS FOR POLYPROPYLENE PD PIPING INSTALLATION. SEE

KEYNOTE 3.

PIPE LENGTH REQUIRED FOR POLYPROPYLENE PD PIPING IS APPROXIMATELY 404
FT (VALVE ACCESS UTILITY VAULT TO 45 TRANSITION).

FIELD CUT MITER JOINT.

CONNECTION POINT TO BUILDING SERVICE CHWR PIPING SHALL BE AT 3'-0" FROM
THE STRUCTURE PERIMETER TO PROVIDE A 24" OFFSET AT THE FLANGE
CONNECTION (BETWEEN CHWS AND CHWR PIPES). SEE GENERAL NOTE F, THIS

SHEET.

5'-0" DISTANCE APPLIES TO 3" PD, 10" CHWS AND 2" CA. SEE KEYNOTE 7 FOR
CHWR REQUIREMENT. SEE CIVIL DRAWINGS FOR OTHER SERVICES.

SEE DRAWING UHU2.61.H4 AND UHU2.61.H5 FOR VAULT LOCATION AND
INSTALLATION REQUIREMENTS.
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